Entering Corrections in the Inspection Database.

_[ Submit ][ Clear ][ Change Password ]I'ME

Questions for the DNR? Look us up on the Internet at www.iowadnr com .
Phone: 515.281.8941 or Fax 515.281.8895. Repott a Spill or Release: 515.281.8883 .
For UST/LUST databasefinformation/documents: www.iowadnr. comflandfustiindex html

Login to the inspection database.

Use this page to select a facility to manage inspections for that facility.

H Get Facilities ]
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Questions for the DNR? Look us up on the Internet at www.iowadnr. com .
Phone: 515.281.8941 or Fax 515.281.8895. Report a Spill or Release: 515.281.8883 .
For UST/LUST database/information/documents: www.iowadnt. comflandiustiindex html

That will bring you to the facility search screen
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Compliance Inspection Report =

Use this page to select a facility to manage inspections for that facility.

||_Get Facilities |

1196612346 |
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Questions for the DNR? Look us up on the Internet at www.iowadnr com .
Phone: 515.281.8941 or Fax 515.281.8895. Report a Spill or Release: 515.281.8883 .
For UST/LUST database/information/documents: www.iowadnr. comflandfust/index html

Key in the ID of the facility you will be entering the repair/correction and click on the
i S u b buttdn.o



Compliance Inspection Report

Facility: MR JINGLES JUICE -N- GO
Registration Number: 196612346

The following are the inspections for this facility. (View photos of this facility)

S v ———

07/22/2008 Chester Pennington I

Scheduled Inspections:

Set Date | [ Add New | [ Select New Facility | [ Upload Facility Photos |

Questions for the DNR? Look us up on the Internet at www.iowadnr.com .

Choose the inspection y ou 61 | be working bwtont h and cl



Compliance Inspection Report

Factity: MR JINGLES JUICE -N- GO
Registration Number. 196612346

Compliance Inspection conducted on 07/22/2008 i picnees

Tank and Piping Information

There are no wiolations noted for this section

Leak Detection Methods
Tanks

The followng wiolations were noted for this section.

Tag Number Notes

Dunng the mspection, the piping sensor(s) appeared to be damaged or moperable. Please prowide
I itial M ing with a Si dary Bamner - El 9999992 documentatin that this monitor is repaired or replaced, and that nterstitial montioning wall ocatinue in
accordance with 567-135.5(4)g of the JTowa Admnistrative Code.

Piping
The following violations were noted for this section

methodTitle | Tag Number Notes

‘The automatice kine leak detector method used was not certified by a 3rd party. Conduct tank
Automatc Line Leak Detectors (Mechanical) 9999992 tightness test withn next 30 days and mstall an approved 3rd party automatic bne leak detecton
method.

Section 7 - Spill Protection

The following wiolations were noted for this section

Tag Number SpillNotes

9999991 bquid and debns i all spill basins
9999992 hquid and debns i all spill basins
9999993 hquid and debns i all spill basins

| 6666661 bquid and debris in all spill basins

Section 8 - Overfill Protection

There were no wiolations noted for this section.

Section 9 - Corrosion Protection

There were no violations noted for this section.

Section 10 - Dispensers
The following violations were noted for this section

RegistrationNo | DispNotes

‘ 196612346 Test boot(s) on double wall piping is stll m test position at the dispenser sump, therfore prohubiting transfer of iquid to sump. An Towa licensed mstaller must be contacted to adjust boot(s)
to operate ding to iz fications. Please provide d that situation has been corrected

[ Detete ][ Cancel ][ Edit J[[ Lock | [ View Repont_| [ View Changes | UST Inspection Summary Report ]

Previous Versions

InspectionType InspectorFirstName InspectorLastName Version
‘ Compliance Inspection 07/22/2008 Chanity Miller 0
Compliance Inspection 07/22/2008 Chester Penmungton I 1

Questions for the DNR? Look us up on the Intemnet at www sowadnr com
Phone: 515.281.8941 or Fax 515.281.8895. Report a Spill or Release: 515.281 88!
For UST/LUST database/inf Jd www iowadnr comflandfustiindex html

This takes you to the summary screen. Clickt h e fbltdnitd continue.
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